In South Korea, the existing diesel generators are being replaced with renewable energy sources (RESs) in several stand-alone microgrids. However, their reliability and stability are not still guaranteed by fluctuations of the system caused by RESs, arising from unpredictable changes in environmental factors. Moreover, since the inertia that is originally provided by the diesel synchronous generators is reduced, the overall system becomes highly sensitive to frequency variations. As a result, the installation of RESs must be well planned while considering the upper limit of their installed capacity. In this paper, a new method for evaluating the maximum penetration capacity of photovoltaic (PV) generators to ensure the stable operation of a microgrid is proposed. For the analytical approach, two frequency stability indexes, which are the minimum instantaneous frequency and the quasi-steady-state (QSS) frequency after a disturbance, are used. The capacity of PV to be installed is limited by considering the characteristics of other generators. In addition, the efficiency of the energy storage system (ESS) is also analyzed to determine the optimal capacity of both PV and ESS. The effectiveness of the proposed method is firstly proven through the mathematical analysis. Then, case studies on a practical stand-alone microgrid in South Korea are carried out using a time-domain simulation based on the DIgSILENT PowerFactory ® software.
Introduction
Most recently, stand-alone microgrids are involved in a great transition with the high penetration of renewable energy sources (RESs) by replacing conventional diesel synchronous generators. In other words, for microgrids, which were previously operated with only diesel generators, the entire topology of system is being changed in the form of distributed energy resources (DERs) [1, 2] . In this case, the entire planning process must be redesigned to ensure stable operation of the microgrid. However, the high penetration of RESs, which are mainly wind turbine (WT) and photovoltaic (PV) generators, may increase the uncertainty in the power system while causing large frequency variations. Therefore, stand-alone microgrids, which are isolated from the main grid, must include dispatchable generators in order to overcome the uncertainty from RESs.
The size and placement of RESs can be optimized using electrical system data (e.g., frequency limits, voltage limits, system protection equipment, settings, etc.) and RES data (e.g., type of generator, operation modes, potential locations, etc.) [3] . Furthermore, the system design, which can ensure frequency stability, is necessary because the frequency relay in the microgrid operates when the system frequency varies beyond its limits while causing unwanted blackout. Thus, the frequency stability must be considered to calculate the maximum penetration capacity of RESs for a stand-alone microgrid with high renewable penetration.
Several studies [4] [5] [6] [7] [8] [9] [10] [11] were carried out for the stability of system frequency when the level of renewable penetration was increased. In Reference [4] , the system frequency response was analyzed for different wind power penetration levels, and an optimal parameter range for a controller was derived. Also, the method to increase the penetration level of RESs by using the storage characteristics of an energy storage system (ESS) was described in Reference [5] . In Reference [6] , inertial control for a WT was proposed to stabilize the stand-alone microgrid. In addition, the control method of ESS was proposed to accommodate wind power fluctuations in [7] . The genetic algorithm (GA)-based method was proposed in Reference [8] for an optimal charging/discharging scheduling of ESSs, which are interconnected with PV. Furthermore, the integrated wind, solar, and energy storage plant, which mitigates power generation with a complementary generation profile, was introduced in Reference [9] . Hence, to increase the renewable penetration level of the grid, various frequency control methods were studied. In Reference [10] , the ESS provided inertial and primary reserves to enhance the frequency stability, and it was sized in terms of required power and energy. Also, the supplementary droop control method was introduced to improve the stability of the microgrid in Reference [11] . However, it is essential to precisely determine the maximum penetration capacity of PV because the PV generators lack adaptive control technologies, such as inertial control in WTs.
Few studies were reported on the capacity calculation of the RESs. Instead, most papers focused on the optimum sizing of ESS. In Reference [12] , the methodology for planning the energy and power capacity of ESS was proposed in order to smooth the fluctuation from RESs. The ESS sizing method to increase the renewable penetration in terms of grid frequency deviations was introduced in Reference [13] . In Reference [14] , the probabilistic approach for the optimal capacity specification of renewable integrated ESS was tested using real wind data. The assessment of maximum capacity for DERs was given in Reference [15] . However, multiple operation scenarios must be analyzed by using a probabilistic method, which is time consuming.
In this paper, an algorithm to evaluate the maximum penetration capacity of PV is proposed. It determines the capacity of the PV based on both maximum quasi-steady-state (QSS) and instantaneous frequency deviation limits, which are given by the system operator reflecting the characteristics of the microgrid. Then, the magnitude of a credible contingency event is derived by using the dynamic droop equation while considering the droop coefficient and reserve powers at the initial and post-contingency state of diesel generators. Thereafter, the maximum penetration capacity of PV is evaluated from the perspective of QSS frequency. Finally, a time-domain simulation is carried out to determine whether the frequency stability of the microgrid is ensured based on the required limits of the QSS and instantaneous frequency. In conclusion, the main contributions of this paper are summarized as follows:
•
The maximum penetration capacity of PV is evaluated to satisfy the frequency stability of a stand-alone microgrid; • A new dynamic droop equation is derived by considering both the droop coefficient and reserve power of each generator instead of the droop coefficient for entire system; • Case studies are carried out by using the practical data of stand-alone microgrid in South Korea.
This paper is organized as follows: firstly, a theoretical background for four stages of the frequency responses for a stand-alone microgrid is described in Section 2. Then, the method to evaluate the maximum penetration capacity of PV is proposed in Section 3. A model of a practical stand-alone microgrid with diesel generators, PV generators, and ESSs is described in Section 4. Next, several case studies are carried out on the stand-alone microgrid with high renewable penetration by using both analytic analysis and time-domain simulations based on DIgSILENT PowerFactory ® software in Section 5. Finally, conclusions are given in Section 6. 
Frequency Response of Microgrid with High Renewable Penetration
Most power systems have hierarchical controls to eliminate power imbalances rapidly and reliably after a disturbance, by which the system frequency is reduced from its nominal value, f nom , by more than a deadband, f db . They can be divided into three levels, which are the primary, secondary, and tertiary controls. However, the frequency response behavior can be classified into four stages, as shown in Figure 1 [16] . The first stage is the inertial response, which is uncontrolled because the power imbalance is instantaneously and naturally resolved by the stored kinetic energy of synchronous generators. In other words, the power output will be increased for a short time as the rotational energy in the synchronous generator is released to mitigate the fluctuation in system frequency. The second stage is the primary frequency response (PFR), in which the power imbalance is eliminated by the power output control of each generator, depending on the frequency deviation. With this control, also referred to as droop control, the system frequency is settled to the QSS value, f QSS , where a power balance is ensured. Then, the secondary frequency response (SFR) follows to compensate for the system frequency deviation from its nominal value (i.e., 60 Hz). Finally, the tertiary frequency response (TFR) relates to long-term operations making the generators operate at their optimal point.
Most power systems have hierarchical controls to eliminate power imbalances rapidly and reliably after a disturbance, by which the system frequency is reduced from its nominal value, fnom, by more than a deadband, fdb. They can be divided into three levels, which are the primary, secondary, and tertiary controls. However, the frequency response behavior can be classified into four stages, as shown in Figure 1 [16] . The first stage is the inertial response, which is uncontrolled because the power imbalance is instantaneously and naturally resolved by the stored kinetic energy of synchronous generators. In other words, the power output will be increased for a short time as the rotational energy in the synchronous generator is released to mitigate the fluctuation in system frequency. The second stage is the primary frequency response (PFR), in which the power imbalance is eliminated by the power output control of each generator, depending on the frequency deviation. With this control, also referred to as droop control, the system frequency is settled to the QSS value, fQSS, where a power balance is ensured. Then, the secondary frequency response (SFR) follows to compensate for the system frequency deviation from its nominal value (i.e., 60 Hz). Finally, the tertiary frequency response (TFR) relates to long-term operations making the generators operate at their optimal point.
In the stand-alone microgrid, the system frequency lasts at fQSS for a long duration since the secondary control acts more slowly than in larger power systems. Furthermore, the minimum instantaneous frequency, fmin, occurs during the PFR stage as shown in Figure 1 . Both the deviation of QSS and instantaneous frequency should not exceed their limits (ΔfQSS,max and Δfins,max, respectively) to ensure the frequency stability of the stand-alone microgrid. Therefore, the maximum penetration capacity of PV must be evaluated in terms of fQSS and fmin, which are described in the subsequent sections. 
Quasi-Steady-State Frequency
The droop control is generally used as the primary control in a microgrid [17] . When a number n of generators in a power system utilize the droop control, the deviation of system frequency for the QSS, ΔfQSS, can be calculated for the entire system according to the droop equation as follows: Figure 1 . Frequency response of a stand-alone microgrid after a disturbance.
In the stand-alone microgrid, the system frequency lasts at f QSS for a long duration since the secondary control acts more slowly than in larger power systems. Furthermore, the minimum instantaneous frequency, f min , occurs during the PFR stage as shown in Figure 1 . Both the deviation of QSS and instantaneous frequency should not exceed their limits (∆f QSS,max and ∆f ins,max , respectively) to ensure the frequency stability of the stand-alone microgrid. Therefore, the maximum penetration capacity of PV must be evaluated in terms of f QSS and f min , which are described in the subsequent sections.
The droop control is generally used as the primary control in a microgrid [17] . When a number n of generators in a power system utilize the droop control, the deviation of system frequency for the QSS, ∆f QSS , can be calculated for the entire system according to the droop equation as follows: 
where the R sys is the droop coefficient of the entire power system, and the ∆P is the deviation of active power generation caused by a disturbance. The R i and P i,max are the droop coefficient and maximum power output limit of the i-th generator, respectively. However, when the renewable penetration level of system is high, the reserve power of each generator may be insufficient even if the reserve power of all generator is enough. If the power output of diesel generator reaches its limit before the system frequency settles, both R sys and f QSS will decrease. Therefore, ∆f QSS must be calculated by considering the reserve power of each diesel generator.
Instantaneous Frequency
When the system frequency is significantly reduced, load shedding may be induced to prevent the outage in the generator from rotating beyond the operating speed range. Therefore, the instantaneous frequency must be maintained higher than the outage point. Both the system droop coefficient and inertia constant of the system are important factors for computing f min , which is observed in the PFR stage. The system inertia constant, H sys , is calculated as follows:
where the H i and S i are the inertia constant and apparent power of the i-th generator, respectively. However, because the exact value of f min is difficult to calculate, the swing equation is used to indirectly assess the value. The effect of the inertia on the system frequency is given as follows:
where the df /dt is the rate of change of frequency (RoCoF), and P m and P e are the mechanical power and electrical power, respectively. From Equation (4), it is obvious that the grid with a larger inertia constant will have the higher f min . However, the RoCoF is also affected by the response time of how closely P m follows the reference signal, P e . Therefore, the response time of a generator is difficult to obtain numerically. Instead, it can be estimated from time-domain simulations. Figure 2 shows the proposed algorithm for evaluating the maximum penetration capacity of PV. The algorithm is divided into four parts. Firstly, the characteristics of system are analyzed. Then, the new dynamic droop equation is generated by considering the power output limits of each generator. Thereafter, the penetration capacity of PV is evaluated based on the QSS frequency. Finally, the size of PV is determined based on the instantaneous frequency by using time-domain simulations.
Evaluating Maximum Penetration Capacity of PV

Methodology
where the PVcap is the capacity of PV. For the first loop in the proposed algorithm, PVcap is set to the maximum value within its range. With each iteration, it is reduced by the value of ΔPVcap. Then, the initial power outputs of the i-th generator, Pi,init, are allocated to each generator. 
Droop Equation Considering the Power Output Limit
Next, the new dynamic droop equation is derived for the target microgrid. The equation is derived to calculate the relationship between the frequency deviation and power deviation by using not only the system droop coefficient in Equation (2), but also the power output limits and reserve power of each generator. The generators and ESSs with sufficient reserve power to participate in PFR control are classified as GenPFR. Then, the maximum variable frequency deviation Δfi,max for the i-th generator in the GenPFR list is calculated as follows:
( )
Afterward, the deviation of system frequency in the m-th iteration, Δfm, is determined by comparing with the required limit of ΔfQSS,max as follows: 
Analysis of Characteristics of Microgrid
Firstly, the desired numbers of operating diesel generators and ESSs are set, as well as the load demand. Then, the required frequency limits, the maximum QSS (∆f QSS,max ) and instantaneous (∆f ins,max ) frequency deviation limits, and frequency deadband (f db ) are specified. In addition, data for the minimum (P i,min ) and maximum (P i,max ) power output and the droop coefficient (R i ) of i-th generator are required. Once the number of operating diesel generators and the load demand, P L , are determined, the capacity range of PV can be specified as follows:
where the PV cap is the capacity of PV. For the first loop in the proposed algorithm, PV cap is set to the maximum value within its range. With each iteration, it is reduced by the value of ∆PV cap . Then, the initial power outputs of the i-th generator, P i,init , are allocated to each generator.
Droop Equation Considering the Power Output Limit
Next, the new dynamic droop equation is derived for the target microgrid. The equation is derived to calculate the relationship between the frequency deviation and power deviation by using not only the system droop coefficient in Equation (2), but also the power output limits and reserve power of each generator. The generators and ESSs with sufficient reserve power to participate in PFR control are classified as GenPFR. Then, the maximum variable frequency deviation ∆f i,max for the i-th generator in the Gen PFR list is calculated as follows:
Afterward, the deviation of system frequency in the m-th iteration, ∆f m , is determined by comparing with the required limit of ∆f QSS,max as follows:
The frequency can fluctuate up to the limit of (∆f QSS,max − f db ). However, when the frequency deviation reaches to the minimum among the values of ∆f i,max (i.e., min(∆f i,max )), the generators without sufficient reserve power are unable to participate in PFR control. Therefore, the droop coefficient of the entire system must be updated in real time with the GenPFR list. As a result, the droop equation, which calculates the deviation of the system frequency, is derived as follows:
where is zero in the first iteration. Next, the loop continues until the deviation of either the system frequency or the active power varies beyond their range, which can be determined as follows:
Note that all loads are assumed to be a constant power model. Thus, variations in load demand due to changes in system frequency or bus voltage are ignored.
Quasi-Steady-State Frequency Viewpoint
After the droop equation is derived, the magnitude of credible contingency can be derived from the maximum value of P in Equation (8) . If the size of contingency is smaller than PV cap , the microgrid cannot operate. This loop is repeated by reducing the PV cap until the microgrid becomes operable. Finally, PV cap is determined based on the QSS frequency. Figure 3 shows the droop curves obtained from Equation (8) with seven (three 375-kVA and four 625-kVA) diesel generators participating in the power generation of microgrid. By using the proposed algorithm, the frequency deviation with uneven allocation of diesel generators can be calculated as shown by the black solid line in Figure 3 . In this case, the power from one 625-kVA and one 375-kVA diesel generator reaches to the maximum output limits; thus, they are eliminated in the GenPFR list before the system frequency reaches to 59 Hz. The results show that the magnitude of credible contingency is 839.9 kW. However, the red dashed line shows that an even allocation of power generation based on the capacity of the generators allows the maximum contingency of 918.3 kW. Thus, the system without the ESS can operate the PV generator of 918.3 kW, which is approximately 31.67% of the total capacity of diesel generators. Note that the red dashed line is straight, but the black line is bent in the middle. The droop curve for the microgrid including a 400-kW ESS with the droop coefficient of 1% is shown by the blue dash-dotted line. The ESS is eliminated in the GenPFR list at 59.35 Hz as highlighted with the blue circle; thus, the droop coefficient of the entire system will decrease at that point. Because all of the reserve power of ESS is used for PFR before the frequency of 59 Hz is reached, the microgrid with ESS can operate the PV with the same capacity as that of ESS. Thus, the microgrid with the ESS of 400 kW can handle a contingency event of up to 1318.3 kW. 
Instantaneous Frequency Viewpoint
Finally, PVcap is determined in terms of the minimum instantaneous frequency by the results from time-domain simulations. In other words, the corresponding case simulation is carried out, and PVcap is reduced by the value of ΔPVcap until fmin reaches Δfins,max.
System Model of Microgrid
Practical Microgrid System in South Korea
The practical stand-alone microgrid system of "D" island in South Korea was considered to evaluate the maximum penetration capacity of PV, as shown in Figure 4 . In this microgrid, diesel generators produce most of the power. However, a large amount of PV and ESS units were installed for their replacement. The locations of loads, diesel generators, PV, and ESS units were determined by the Korea Electric Power Corporation (KEPCO) in South Korea. The parameters and load demands utilized in this paper for the microgrid system are shown in Tables 1 and 2 . In addition, each diesel generator used in this microgrid is described in the upcoming sections. 
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Practical Microgrid System in South Korea
The practical stand-alone microgrid system of "D" island in South Korea was considered to evaluate the maximum penetration capacity of PV, as shown in Figure 4 . In this microgrid, diesel generators produce most of the power. However, a large amount of PV and ESS units were installed for their replacement. The locations of loads, diesel generators, PV, and ESS units were determined by the Korea Electric Power Corporation (KEPCO) in South Korea. The parameters and load demands utilized in this paper for the microgrid system are shown in Tables 1 and 2 . In addition, each diesel generator used in this microgrid is described in the upcoming sections. evaluate the maximum penetration capacity of PV, as shown in Figure 4 . In this microgrid, diesel generators produce most of the power. However, a large amount of PV and ESS units were installed for their replacement. The locations of loads, diesel generators, PV, and ESS units were determined by the Korea Electric Power Corporation (KEPCO) in South Korea. The parameters and load demands utilized in this paper for the microgrid system are shown in Tables 1 and 2 . In addition, each diesel generator used in this microgrid is described in the upcoming sections. 
Diesel Generator
The practical microgrid has a total of seven diesel generators. Three are 375-kVA generators, and the other four are 625-kVA generators. The detailed parameters of each diesel generator are given in Table 3 . Due to their maximum and minimum power limits, the numbers of operable generators are determined according to the load demand. Figure 5 and Table 4 show the DEGOV1 governor model for the diesel generator and its coefficients used in this paper [18] , respectively. The droop coefficients of all diesel generators were set to 5%, which is the typical value for "D" island. 
Photovoltaic Generator
In evaluating the maximum penetration capacity of PV, the worst case for a practical microgrid was selected and analyzed to determine whether the grid can withstand those events. Accordingly, the PV generator had the following features:
The PV used the maximum power point tracking (MPPT) control method to maximize its efficiency and power generation.
2.
For the microgrid with a high penetration level of PV generator, the worst contingency event will be a sudden change in solar irradiation, which causes the power output from the PV generator to reduce to zero. Such an event might occur frequently because the PV generators in this microgrid are concentrated within a small area.
Energy Storage System
The ESS was controlled by the droop method like the diesel generators. Thus, the ESS had the following characteristics:
1.
The ESS supplied the active power to the grid when the required power generation decreased below the load demand. In contrast, the ESS was charged when the power generation exceeded the load demand or when the state of charge (SOC) was substantially insufficient. Therefore, the ESS was in a standby state with the output of zero under normal conditions. 2.
The ESS increased the reserve power of system, which was used for the credible contingency event with a greater magnitude.
3.
The droop coefficient of ESS was set to be lower than that of the diesel generators. That is, the value was set to 1%.
Simulations and Results
To verify the effectiveness of the proposed evaluation method, several case studies were carried out on the practical stand-alone microgrid modeled in Section 4. Firstly, the capacity range of PV was determined based on the number of operating diesel generators. Then, the mathematical analysis was performed by using the dynamic droop equations to compute the magnitude of the maximum credible contingency event, as shown in Tables 5 and 6 . Finally, the time-domain simulation based on the DIgSILENT PowerFactory ® software was conducted to determine whether the contingency was endurable. For all cases, the nominal system frequency was 60 Hz, and the deviations of maximum QSS and instantaneous frequency were 1.0 Hz and 1.5 Hz, respectively (i.e., ∆f QSS,max = 1.0 Hz, and ∆f ins,max = 1.5 Hz). Also, the deadband of the system frequency was 0.05 Hz (i.e., f db = 0.05 Hz). Tables 5 and 6 show the results for the case of a stand-alone microgrid without and with the ESS, respectively. The maximum penetration capacity of PV was taken as the smaller value among the values obtained in the operable capacity range of PV from Equation (5) and the magnitude of credible contingency event calculated from Section 4.1.3. Also, note that the microgrid becomes unstable if the latter is smaller than the former. From the values in Tables 5 and 6 , only stability of QSS frequency can be determined. Therefore, time-domain simulations were carried out to determine whether the microgrid was stable, considering both QSS and instantaneous frequency in Sections 5.2.1 and 5.2.2.
Analytical Results
The maximum penetration capacity of PV could be achieved with one 375-kVA and four 625-kVA diesel generators in Table 5 . In this case (Case 1A in Table 5 ), the PV could be installed with the capacity of 680 kW. Thus, the penetration level was approximately 42.5%. This result was validated by comparison with three other cases (Cases 1B, 1C, and 1D in Table 5 ), where the PV with the same capacity was installed in Section 5.2.3. The case with three 375-kVA and three 625-kVA diesel generators was excluded because only 640 kW was allowed for the PV installation. Based on the results, Case 1D in Table 5 was selected, with the fifth highest magnitude for credible contingency. The maximum capacity of PV for the microgrid with the ESS of 400 kW is shown in Table 6 . Similarly, four cases (Cases 2A-2D) were selected with the same criterion. Case 2A shows the maximum penetration level of the PV, which was 56.7% (or 906 kW for the PV). Cases 2B, 2C, and 2D were also compared with Case 2A, and the results are given in Section 5.2.3. In all cases, the maximum capacity of PV was rounded to the nearest integer since the value of ∆PV cap was set to 1 kW.
Dynamical Simulation Results
Frequency Responses without ESS
The time-domain simulations were performed to verify the evaluated maximum capacity of PV without ESS for each case, as shown in Figure 6 . At 1 s, the power generated by the installed PV decreased from its maximum to zero. The QSS frequency for Case 1A was 59.08 Hz, while the frequency deviation calculated by the dynamic droop equation was 59.07 Hz for the contingency of 680 kW as shown in Figure 6a . For Cases 1B-1D, the system frequency decreased from its nominal value of 60 Hz to 59 Hz. Thus, it can be concluded that the QSS frequency was stable for all four cases. However, the minimum instantaneous frequency in Case 1C was 58.2 Hz, deviating beyond the required limit of 58.5 Hz. Therefore, the capacity of PV should be reduced at the last step of proposed algorithm. In Case 1C, the capacity of PV decreased from 633 kW to 533 kW considering the instantaneous frequency limit as shown in Figure 6b . Thus, the stability of both QSS and instantaneous frequency was satisfied.
value Figure 6b . Thus, the stability of both QSS and instantaneous frequency was satisfied. 
Frequency Responses with ESS
When the ESS is installed, the microgrid will have additional reserve power so that larger capacity of PV can be accepted. Similar to the results for Case 1A-1D in Figure 6 , the microgrid with ESS kept stable operation while the system frequency decreased to 59 Hz in all four cases (Cases 2A-2D), as shown in Figure 7a . For Cases 2A-2D with the QSS frequency of 59 Hz, the frequency deviation calculated by the dynamic droop equations was 1 Hz (i.e., the Δfm = 59 Hz) because the magnitude of the credible contingency event and the capacity of PV were almost same. Therefore, all cases ensured stability in term of the QSS frequency. However, the minimum instantaneous frequencies in both Cases 2B, and 2D deviated beyond the required limit of 58.5 Hz. To satisfy the 
When the ESS is installed, the microgrid will have additional reserve power so that larger capacity of PV can be accepted. Similar to the results for Case 1A-1D in Figure 6 , the microgrid with ESS kept stable operation while the system frequency decreased to 59 Hz in all four cases (Cases 2A-2D), as shown in Figure 7a . For Cases 2A-2D with the QSS frequency of 59 Hz, the frequency deviation calculated by the dynamic droop equations was 1 Hz (i.e., the ∆f m = 59 Hz) because the magnitude of the credible contingency event and the capacity of PV were almost same. Therefore, all cases ensured stability in term of the QSS frequency. However, the minimum instantaneous frequencies in both Cases 2B, and 2D deviated beyond the required limit of 58.5 Hz. To satisfy the stability of instantaneous frequency in Cases 2B and 2D, the PV capacities decreased from 874 kW to 795 kW, and from 811 kW to 800 kW, respectively, as shown in Figure 7b . 
Maximum Capacity of PV for Entire Cases
The maximum capacity of PV for Cases 1A-1D was verified by analyzing the frequency response after the same disturbance of 680 kW, which was the maximum value of all cases in Table 5 . The 
The maximum capacity of PV for Cases 1A-1D was verified by analyzing the frequency response after the same disturbance of 680 kW, which was the maximum value of all cases in Table 5 . The magnitude of disturbance was smaller than the value of credible contingency event in Case 1A. Therefore, the system frequency was stable in Case 1A since the QSS frequency after the disturbance was 59.08 Hz, which was higher than the limit of 59 Hz as shown in Figure 8a . However, the values of credible contingency event in the other three cases (Cases 1B-1D) were 665 kW, 633.3 kW, and 601.6 kW, respectively. In other words, the magnitude of disturbance was higher than the value of credible contingency event in Cases 1B-1D. As a result, both the QSS frequency and instantaneous frequency fluctuated beyond their limits of 59 Hz and 58.5 Hz, respectively, in Cases 1B-1D. The power outputs from the diesel generators increased from 920 kW to 1600 kW for each case as shown in Figure 8b . Case 1D shows the smallest oscillation after a disturbance due to its larger system inertia constant. However, the deviation of QSS frequency was also the largest, at 58.87 Hz. This result occurred because the inertia constant only influenced the minimum instantaneous frequency. In conclusion, the inertia constant is not the main index for evaluating the maximum penetration of PV, and it is, thus, only used in the last step of proposed algorithm. The results for the cases listed in Table 6 are given in Figure 9 . Similar to the results for Cases 1A-1D, it can be observed from Figure 9a that the system frequency was only stable for Case 2A. In the other three cases (Cases 2B-2D), the deviations of QSS frequency were larger than the limit after the same disturbance of 906 kW, which was the maximum value of all the cases in Table 6 . In addition, the output powers from the ESS increased from zero to 400 kW in all cases, as shown in Figure 9b , indicating that the full capacity of the ESS was used to compensate for the generation reduction of PV. Therefore, after a disturbance at 1 s, the ESS was unable to regulate the system frequency. 
Relationship between PV and ESS
The relationship between the additional capacity of PV and the installed capacity of ESS on the practical stand-alone microgrid is analyzed in this section. It is obvious that the greater capacity of ESS led to the greater permissible capacity for PV, as shown in Figure 10 . However, when the ESS is over-installed, its efficiency will decrease as follows:
where the ESScap is the installed capacity of the ESS, PVcap,add is the additional capacity of PV when the ESS is installed with the value of ESScap, and eff is the efficiency of ESS for the value of PVcap,add. When the ESS is installed with 95 kW, the additional permissible capacity of PV will be 80 kW, with a maximum efficiency of 84.2%. In addition, the ESS can be optimally sized based on the capacity of 
The relationship between the additional capacity of PV and the installed capacity of ESS on the practical stand-alone microgrid is analyzed in this section. It is obvious that the greater capacity of ESS led to the greater permissible capacity for PV, as shown in Figure 10 . However, when the ESS is over-installed, its efficiency will decrease as follows: e f f = PV cap,add ESS cap × 100,
where the ESS cap is the installed capacity of the ESS, PV cap,add is the additional capacity of PV when the ESS is installed with the value of ESS cap , and eff is the efficiency of ESS for the value of PV cap,add . When the ESS is installed with 95 kW, the additional permissible capacity of PV will be 80 kW, with a maximum efficiency of 84.2%. In addition, the ESS can be optimally sized based on the capacity of planned PV for "D" island. Although the results are specified for the "D" island, the efficiency decreases as the capacity of ESS increases after the optimal point.
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Conclusions
This paper proposed a new method for evaluating the maximum penetration capacity of a photovoltaic (PV) generator for a practical stand-alone microgrid with high renewable penetration. The credible contingency event was calculated for the microgrid using the dynamic droop equation, which incorporates the relationship between the deviation in system frequency and the size of active power disturbance in real time. By considering both quasi-steady-state (QSS) and instantaneous 
This paper proposed a new method for evaluating the maximum penetration capacity of a photovoltaic (PV) generator for a practical stand-alone microgrid with high renewable penetration. The credible contingency event was calculated for the microgrid using the dynamic droop equation, which incorporates the relationship between the deviation in system frequency and the size of active power disturbance in real time. By considering both quasi-steady-state (QSS) and instantaneous frequency, the maximum capacity of PV for a given number of diesel generators can be evaluated. As the result, the generation composition of microgrid can be determined to achieve the highest renewable penetration level with or without the ESS. Moreover, the relationship between the additional capacity of PV and ESS was analyzed to select the optimal size of ESS.
To verify the effectiveness of the proposed algorithm, several case studies were carried out by using both mathematical and simulation-based analyses. The results showed that the proposed evaluation method could only determine the maximum penetration capacity of PV and size of the credible contingency event in terms of QSS frequency. Therefore, time-domain simulations must be carried out to access whether the system frequency varies beyond the maximum instantaneous frequency deviation limit. 
